
1 REVISOR 4715.1370

4715.1370 LAVATORIES.

Lavatories shall have waste outlets not less than 1-1/4 inches in diameter. A strainer,
pop-up stopper, crossbars, or similar device shall be provided.

Water supply to public lavatories shall not be spring closing unless they are of the
delayed action type.

Each 18-inch unit of usable length of a straight-line or circumference of a circular
multiple use lavatory shall be considered equivalent to one lavatory as it affects the fixture
usage requirements; provided hot and cold or tempered water suitable for hand washing is
available for each 18-inch interval.

Statutory Authority: MS s 326.37 to 326.45; 326B.43 to 326B.49

History: L 2007 c 140 art 6 s 15; art 13 s 4
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